TYP. HANGER WIRE —»
@ INTERSECTION

CEILING TILE

NOTES:

OMPRESSION STRUT 12’ 0.C.

BRACING WIRES IN 4
DIRECTIONS 12" 0O.C.
6" MAX FROM WALLS

45" MAX, TYP.

1) COMPRESSION STRUT: 1=1/4"¢ THIN ELECTRICAL CONDUIT OR P—1000 UNISTRUT

2) BRACING AND HANGING WIRES TO BE 12 GA. STEEL WIRE. SEE DETAILS FOR

CONNECTION TO STRUCTURE

SUSPENDED CEILING ISOMETRIC
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